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Outstanding features  2/47 

Outstanding features 

Meter for measurement of flow and energy in a heat or cold circuit with water using the ultra-
sonic principle.  
 
Important properties are:  

 Non-wearing due to non-moving parts 

 Measuring range of 1:100 according to EN1434:2007, 1:1.000 total range 

 Power measurement with maximum values, tariffs selectable 

 Data logger for system monitoring  

 60 monthly values 

 Logbook 

 Battery or mains operated 

 Optical interface according to EN 62056-21:2003 

 Big range of communication modules for remote readout and system integration 

 2 module slots for using 2 communication modules coincidental 

 Also operable as a flow meter, cooling or combined heat/cold meter 

 Self-diagnosis 



Contents  3/47 

Contents 

1  General notes ____________________________________________________________ 5 
Other available documentations ______________________________________________ 5 

2  Safety information ________________________________________________________ 6 

3  Technical data ___________________________________________________________ 8 
Small meters (qp 0.6 – 2.5 m³/h) _____________________________________________ 10 
Large meters with thread ___________________________________________________ 11 
Large meters with flange ___________________________________________________ 12 
Large meter qp 150 _______________________________________________________ 12 

4  Installation _____________________________________________________________ 13 
Installation Notes _________________________________________________________ 13 
Examples of installation ____________________________________________________ 13 
Installation notes for sensor adapter set (temperature sensor directly immersed) _______ 14 

4.1  Installation for cooling metering ___________________________________________ 15 

4.2  Installation of qp 150 ___________________________________________________ 15 

5  Dimension of electronic unit _______________________________________________ 16 

6  Operating elements ______________________________________________________ 17 

6.1  Displaying current meter status ___________________________________________ 18 
Display values (LOOPs) ___________________________________________________ 18 
User loop „LOOP 0“ _______________________________________________________ 18 
Service loop 1 „LOOP 1“ ___________________________________________________ 19 
Service loop 2 „LOOP 2“ ___________________________________________________ 19 
Service loop 3 („LOOP 3“) __________________________________________________ 20 
Service loop 4 („LOOP 4“) __________________________________________________ 21 

6.2  Previous year’s values __________________________________________________ 22 

6.3  Monthly values ________________________________________________________ 22 

7  Resolution of the display __________________________________________________ 23 

8  Power supply ___________________________________________________________ 24 
Automatic power supply detection ____________________________________________ 24 
Requirements power supply ________________________________________________ 24 
Power supply modules ____________________________________________________ 25 

9  Communication _________________________________________________________ 26 
Electronic unit interfaces ___________________________________________________ 26 
Permissible combinations of modules _________________________________________ 27 
Terminals_______________________________________________________________ 28 

9.1  Pulse module _________________________________________________________ 28 

9.2  CL module ___________________________________________________________ 29 

9.3  M-Bus module G4 _____________________________________________________ 29 

9.4  M-Bus module MI with 2 pulse inputs _______________________________________ 30 

9.5  Analog module ________________________________________________________ 31 

9.6  Radio module 868 MHz (Wireless M-Bus) ___________________________________ 31 

9.7  GSM module _________________________________________________________ 32 

9.8  GPRS module ________________________________________________________ 33 

9.9  Zigbee module ________________________________________________________ 34 



Contents  4/47 

10  Tariff control (optional) ___________________________________________________ 35 
Threshold value tariff (tariffs T2, T3, T4, T5, T6) ________________________________ 35 
Supplied quantity of energy (tariff T7) ________________________________________ 35 
Returned quantity of energy (tariff T8) ________________________________________ 35 
Heating/Cooling meter (tariff T9) ____________________________________________ 36 
Tariff control via timer switch (tariff T10) ______________________________________ 36 
Tariff control via M-Bus (tariff T11) __________________________________________ 36 
Surcharge quantity tariff by means of return temperature (tariff T12) ________________ 36 
Display of the tariff situation on the LCD ______________________________________ 36 

11  Error messages __________________________________________________________ 38 

12  Log functions ___________________________________________________________ 39 

13  Data logger (optional) _____________________________________________________ 41 

14  Additional options _______________________________________________________ 42 

15  Order codes (type number key) _____________________________________________ 43 

16  Additional ordering information on radio module 868 MHz (wireless M-Bus) _______ 46 

17  Pressure loss ___________________________________________________________ 47 

 



Ge

 

1 

Ot

eneral notes

Gen

ther avai

 

s 

neral not

lable doc

tes 

 

N
c
a

The mete
ment in sy
The mete
an electro
temperatu
ogy with i
cally mov
This tech
precision 

cumentati
 Opera
 Installa
 Respe
 Illustra

Additiona

Note: In the
cooling met
ated. 
er is used as
ystems with

er consists o
onic unit tha
ure differen
innovative u

ving parts ar
nology is th
and long-te

ions 
ting instruct
ation instruc

ective modu
ated catalog

al informatio

e following t
ter and flow

s a meter fo
h water.  
of a volume
at calculates
ce. The me

ultrasonic m
re necessar

hus wear-fre
erm stability

tions T550 (

ctions T550
le operating

gue 

ons are avai

text, the ter
w meter, unle

or heating o

e measurem
s the energ

eter combine
measuremen
ry. 
ee, robust a
y guarantee

(UH50…) 
0 (UH50…) 
g and instal

ilable on req

m meter ref
ess they are

or cooling co

ment, two tem
y consumpt
es modern 
nt technolog

and largely m
e precise an

lation instru

quest.  

fers to heat
e otherwise

onsumption

mperature s
tion from th
microcomp
gy for which

maintenanc
nd accounts

uction 

5/47

ting meter, 
e differenti-

 measure-

sensors and
e volume a

puter techno
h no mecha

ce-free. High
s of charges

7 

d 
and 
ol-
ani-

h 
s.  



Sa

 

2 

afety inform

Safe

ation 

ety inforrmation 

 
 
 

 

The met
ing syste

 
The loca

 

Adhere 
plate du
the guar

 

Adhere 
water (F

 

The met
systems

 
The met

 
Do not l

 

Be awar
uring tub

 

Only per
meters i
remove 

 

Only ins
sure-les

 

After ins
system.

 

Guarant
tion rele

 

Only cle
cloth. Do

 

The 110
electricia

 

The met
has bee
tronic sh
A defect
connect
placed.

ter may on
ems and o

al regulatio

to the ope
uring use. N
rantee will 

to the AGF
FW510). 

ter is only 
s. 

ter is not s

ift the mete

re of sharp
be. 

rsonnel, tra
in heating 
the meter.

stall or rem
ss. 

stalling the 

tee and ca
evant secur

ean the me
o not use a

0 V/230 V c
an. 

ter may on
en complete
hock on the
tive or obv
ted from th

nly be used
only for the

ons (installa

rating cond
Non-adhere
expire. 

FW require

suitable fo

suitable for 

er by the e

p points on

ained in th
and coolin
. 

move the m

meter, che

libration va
rity seal is 

eter from ou
any spirit o

connection

nly be powe
ed. Otherw
e terminals

viously dam
e power su

d in building
applicatio

ation etc.) 

ditions acc
ence can c

ements reg

r circulatin

drinking w

electronic u

the thread

e installati
g systems

eter when 

eck the lea

alidity will l
broken. 

utside with
or cleaning 

ns may only

ered up on
wise, there 
s.  
maged app
upply imme

g service e
ons describ

must be a

cording to t
cause haza

garding circ

ng water in

water. 

unit. 

d, flange a

on and op
s, may insta

the pipes 

ak-tightnes

lapse if the

h a soft, lig
 solvent. 

y be made

nce the ins
is a dange

pliance mus
ediately an

6/47

engineer-
bed. 

adhered to.

the dial 
ards and 

culating 

heating 

nd meas-

eration of 
all and 

are pres-

ss of the 

e calibra-

htly wetted

e by an 

tallation 
er of elec-

st be dis-
nd re-

7 

 

d 



Sa

 

afety information 

 
 
 
 

 

As far as
tronic ap
2012/19
domesti
must be
via the c
currently

 

The met
meter an
local stip

 

You can
appropr
observe
the labe

 

Do not o
tact with

 

The met
lightning

 

Only fit o
remove 

s disposal 
ppliance in
9/EU (WEE
c waste. T

e observed 
channels p
y valid legi
ter contain
nd the batt
pulations a
n return the
iate dispos

e legal regu
elling and p

open the b
h water or e

ter does no
g protection

one compa
the red loc

is concern
n the sense
EE) and it m
The relevan

as the app
provided fo
slation mu

ns lithium b
teries with 
and laws o
e lithium ba
sal followin
ulations, in
packaging o

atteries. D
expose to 

ot have an
n via the in

artment for
cking hatch

ned, the me
e of Europe
must not be
nt national,
pliance mu
r this purpo
st be obse

batteries. D
domestic w
n disposal
atteries to t
ng use. Wh

particular,
of hazardo

o not bring
temperatu

y lightning
n-house ins

r the voltag
h. 

eter is a w
ean Directi
e disposed
, legal regu
ust be disp
ose. The lo

erved. 
Do not disp
waste. Ob
. 
the manufa

hen shippin
, those gov
ous goods.

g batteries 
res above 

g protection
stallation. 

ge supply. 

7/47

waste elec-
ive 
d of as 
ulations 

posed of 
ocal and 

pose of the 
serve the 

acturer for
ng please 
verning 
 

into con-
80 °C. 

n. Ensure 

Do not 

7 

r 



Technical data  8/47 

3 Technical data 

General  
Measuring accuracy Class 2 or 3 (EN 1434) 
Environment class A (EN 1434) for indoor installation 
Mechanical class M1 *) 
Electromagnetic class E1 *) 
*) according to 2004/22/EC Directive on Measuring Instruments 
Ambient humidity < 93 % rel. humidity at 25°C,  

without condensation 
Max. height 2000 m above sea level 
Storage temperature -20 … 60 °C 
Electronic unit  
Ambient temperature 5 … 55°C 
Housing protection rating IP 54 according to EN 60529 
Safety class  
  Line 110 / 230 V AC II according to EN 61558 
  Line 24 V ACDC III according to EN 61558 
Operation threshold f. T 0.2 K 
Temperature difference T 3 K … 120 K 
Temperature measurement range 0 ... 180°C 
LCD 7 digit 
Optical interface Standard, EN 62056-21 
Communication Optional, e. g. M-Bus 
Separability Always, optional cable length 
Temperature sensor  

Type  Pt 500 or Pt 100  
According to EN 60751 

Temperature range 0 ... 150°C  
(up to 45 mm overall length) 

 0 ... 180°C  
(from 100 mm overall length) 

Volume measurement unit  
Protection class IP 54 / IP 65 / IP 68 according to EN 

60529 
According to EN 60529 

Mounting place Hot side / cold side  
Installation position Any 
Flow straightening None 
Measuring range 1:100 
Temperature range 5 … 130°C 

National type approvals may be differ-
ent. 

Recommended...  
...heating application 10 … 130°C 
...cooling application 5 … 50°C 
Maximum temperature 150°C for 2000 h 
Maximum overload 2,8 × qp 
Nominal pressure PN16 (PS16), PN25 (PS25) 
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m3/h mm G/DN m3/h l/h l/h mbar m3/h m3/h kg 
0.6 110 G 3/4 1.2 6 2.4 150 1.5 0.5 1 

0.6 190 G1 1.2 6 2.4 150 1.5 0.5 1.5 

0.6 190 DN20 1.2 6 2.4 150 1.5 0.5 3 

1.5 110 G 3/4 3 15 6 150 3.9 1.2 1 

1.5 130 G1 3 15 6 160 3.8 1.2 1.5 

1.5 190 G1 3 15 6 160 3.8 1.2 1.5 

1.5 190 DN20 3 15 6 160 3.8 1.2 3 

2.5 130 G1 5 25 10 200 5.6 1.8 1.5 
2.5 190 G1 5 25 10 210 5.3 1.7 1.5 
2.5 190 DN20 5 25 10 210 5.3 1.7 3 

3.5 260 G 1 1/4 7 35 14 60 14 4.5 3 

3.5 260 DN25 7 35 14 60 14 4.5 5 
6 150 G 1 1/4 12 60 24 240 12 3.9 3 
6 260 G 1 1/4 12 60 24 180 14 4.5 3 
6 260 DN25 12 60 24 180 14 4.5 5 

10 200 G2 20 100 40 130 28 8.8 2.6 
10  300 G2 20  100 40  110 30 9.5 4 
10 300 DN40 20 100 40 130 28 8.8 7 
15 200 DN50 30 150 60 95 49 15.4 5 
15 270 DN50 30 150 60 110 45 14.3 8 
25 300 DN65 50 250 100 105 77 24.4 11 
40 300 DN80 80 400 160 160 100 31.6 13 
60 360 DN100 120 600 240 115 177 56.0 22 

150 500 DN150 300 1500 600 120 433 136.9 50*) 
*) Measurement insert 4 kg 
 
Tolerance of pressure lost: +/- 5% 
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Small meters (qp 0.6 – 2.5 m³/h) 

 
Fig. 1: Overview dimensions overall length 110 mm (thread) 
 

 
Fig. 2: Overview dimensions overall length 130 mm (thread) 
 

 
Fig. 3: Overview dimensions overall length 190 mm (thread) 
 

Order-No. qp PN a  b c 
m³/h bar mm mm mm 

UH50-x03 0.6 16 130 G1 58 
UH50-x04 0.6 25 130 G1 58 
UH50-x05 0.6 16 110 G ¾ 48 
UH50-x06 0.6 25 110 G ¾ 48 
UH50-x07 0.6 16 190 G1 88 
UH50-x09 0.6 25 190 G1 88 
UH50-x21 1.5 16 110 G ¾ 48 
UH50-x22 1.5 25 110 G ¾ 48 
UH50-x23 1.5 16 190 G 1 88 
UH50-x25 1.5 25 190 G1 88 
UH50-x26 1.5 16 130 G1 58 
UH50-x27 1.5 25 130 G1 58 
UH50-x36 2.5 16 130 G1 58 
UH50-x37 2.5 25 130 G1 58 
UH50-x38 2.5 16 190 G1 95 
UH50-x40 2.5 25 190 G1 95 
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Fig: Overview dimensions overall length 190 mm (flange) 
 

Order-No. qp  PN  
Overall 
length  Connection 

m³/h bar mm 
UH50-x08 0.6 25 190 DN20 
UH50-x24 1.5 25 190 DN20 
UH50-x39 2.5 25 190 DN20 

Large meters with thread 

 
Fig. 5: Overview dimensions of large meters with thread  

 

Order-No. qp  PN  a b c 
m³/h bar mm mm 

UH50-x45 3.5 16 260 59 G 1¼ B 
UH50-x47 3.5 25 260 59 G 1¼ B 
UH50-x50 6 16 260 59 G 1¼ B 
UH50-x60 10 16 300 59 G 2 B 
UH50-x63 10 16 200 59 G 2 B 

 
Fig. 6: Overview dimensions of large meters qp 6 with tread (short face-to-face length) 
 

Order-No. 
qp m³/h PN bar 

c 
m³/h bar 

UH50-x55 6 16 G 1¼ B 

Alternative 
mounting option 
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    Welding sleeve with pockets 

 
Fig. 10: Installation with pockets (recommended greater than or equal to DN32) 
 

 
Fig. 11: Installation for circulation with admixing; placement of temperature sensors 
 

 
Fig. 12: Installation for circulation with throttling configuration for example (flow sensor in flow direction 
upstream control valve / differential pressure regulating valve) 

Installation notes for sensor adapter set (temperature sensor directly immersed) 

A mounting set is included for meters with 5.2 × 45 mm temperature sensors. 
It allows for mounting the temperature sensors directly immersed into an insert 
or a ball valve for example. 
1. Install with the O-ring at the point of installation with the fit-up aid/pen pro-

vided. 
2. Place both halves of the plastic bolting round the 3 notches of the tempera-

ture sensor. 
3. Press the bolting together and screw the bolting hand tight into the point of 

installation until it comes to a stop (tightening torque 3 … 5 Nm). 

 
Fig. 13: Mounting adapter set 
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5 Dimension of electronic unit 

Fig. 15: Dimensions of electronic unit 

 

Fig. 16: Plan view and cross section of adapter plate 
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Service loop 1 „LOOP 1“ 

Service loop 1 displays the details of the current measurement. 

The LCD shows the following values one after the other: 

 
Head of the loop 

 
Current flow 

 
Current power 

 

 

TV current temperature hot side,  
TR current temperature cold side; 
in 2-sec. cycles 

 
Operating time 

 
Operating time with flow 

 
Missing time 

 
Property number, 8-digit 

 
Date 

 
Yearly set day (DD.MM) 

 
Energy: previous year on set day 

 
Volume: previous year on set day 

 
Firmware version 

Service loop 2 „LOOP 2“ 

Service loop 2 displays the measurement period for establishing the maxi-
mum. 

The LCD displays the following values one after the other: 

 
Head of the loop 

 

Measurement period for establishing the 
maximum 
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Service loop 4 („LOOP 4“) 

Service loop 4 displays appliance parameters. 

The LCD displays the following values one after the other: 

 
Head of the loop 

 

 

Current tariff, 
in 2-sec. cycles with threshold value 1 

 
Measurement interval flow 

 
Measurement interval temperature 

 
Module 1: M-Bus module 

 
M-Bus primary address 1 

 
M-Bus secondary address 8-digit 

 

 

Module 2: Pulse module; channel 1 = energy, 
channel 2 = volume; in 2-sec. cycles 

 
Value for energy pulses *) 

 
Value for volume pulses *) 

 
Pulse duration in in ms *) 

 *) for “fast pulse” 
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Power supply modules 

General  
Pollution degree  per EN 61010 (no or only dry, non-

conductive soiling) 
Ambient temperature + 5...+55°C  
Storage temperature -20…+60 °C  
Back-up time during power  
failure (power reserve) 

> 20 minutes 

24°V°safety extra-low voltage  
Voltage 12...36 V AC or 12..42 V DC 
Frequency 50 / 60 Hz or DC 
Galvanic isolation 1000 V DC 
Power consumption maximal 0,8 VA 
Terminals for connecting cable 2 x 1,5 mm² about, Ø 5,0...6,0 mm 

110 V or 230 V alternating voltage 
Voltage 85…121 V AC or 196…253 V AC 
Type  Safety class II 
Frequency  50 / 60 Hz 
Line voltage fluctuations maximal 10% of the nom.voltage 
Overvoltage category II per  
EN60010 

2500 V impulse voltage 

Power consumption maximal 0.8 VA 
Relative humidity less than 93 % for T < 50°C 
Cable length 1.5 / 5 / 10 m 
Fuse protection 6 A MCB 
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Permissible combinations of modules 
AM Analog module 
MB M-Bus module 
MB G4 M-Bus module 
MB MI M-Bus module 

 

Step 1 Slot for module #2 is equipped with... 

CL 
RF 

CL module 
Radio module 

  A
M

 (
5)

 

Pulse 
module 

  M
B

 

  M
B

 G
4

 

  C
L 

  G
P

R
S

 

  G
S

M
 

  R
F

 4
33

 M
H

z 

  R
F

 8
68

 M
H

z 

  Z
B

 

GPRS 
ZB 

GPRS module 
ZigBee module 

  „
st

an
da

rd
“ 

  „
fa

st
“ 

*)
 

S
te

p
 2

 
 S

lo
t f

or
 m

od
ul

e 
#1

 c
an

 b
e 

eq
ui

pp
ed

 w
ith

..
. 

AM ye
s 

ye
s 

ye
s 

ye
s 

(4
) 

ye
s 

ye
s 

no
 

no
 

ye
s 

ye
s 

no
 

Pulse  
module**) 

"standard" 

ye
s 

ye
s 

(3
) 

ye
s 

(2
) 

ye
s 

(4
) 

ye
s 

ye
s 

ye
s 

ye
s 

ye
s 

ye
s 

ye
s 

MB ye
s 

ye
s 

ye
s 

ye
s 

(4
) 

ye
s 
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s 

(1
) 
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s 

ye
s 

ye
s 

ye
s 

ye
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MB G4 ye
s 
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s 
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s 
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s 
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s 
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(1
) 
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s 
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s 
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s 
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s 

ye
s 

MB MI ye
s 
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s 
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s 
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s 

ye
s 

ye
s 

(1
) 

no
 

no
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s 
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s 

no
 

CL ye
s 

ye
s 

ye
s 

ye
s 

(1
) 

ye
s 

(1
) 

no
 

ye
s 

ye
s 

ye
s 

ye
s 

ye
s 

Restrictions: 
*) only 1 module with fast pulses is possible; 

only permissible on slot 2; 
min. pulse duration: 
- 2 ms, if pulse module 1 not fitted 
- 5 ms, if pulse module 1 fitted 

**) Subsequent mounting of a further pulse module in module slot 1 can result 
in changed output values for module 2! 

(1) For M-bus with fast read out, the CL read-out can take up to 40 s  
(2) Pulse length of the fast pulses min. 5 ms 
(3) The first and second channel can be parameterized individually! 
(4) The secondary address for both modules can only be changed via module 
No. 1! 
(5) The analog module is not possible in module slot 2, when the meter has a  
power supply module 110 V / 230 V! 
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9.2 CL module 
With the CL module it is possible to read out the meter by wire e.g. on the 
doorstep through a point-to-point connection. 

Display in LCD CL (Current Loop) 
Classification acc. to EN 62056-21 Mode B 
Type passive current loop 
Baud rate 2400 Baud, fix 
Isolation galvanic 
Polarity yes 
Voltage 30 V max. 
Current 30 mA max. 
Voltage drop < 2 V at 20 mA 
Interface description TKB 3436 

9.3 M-Bus module G4 
The M-Bus module enables the meter to communicate with an M-Bus centre 
in order to transmit measured values.  

Standard EN 1434-3; EN 13757-2, -3 
Protocol EN 60870-5 
Electrical isolation  
     from the meter yes 
     from the pulse inputs no 
Connection  
     Strip-back length 5 mm 
Connection capacity  
     rigid or flexible 0.25 ... 0.75 mm² 
     flexible with wire end ferrule 0.25 ... 0.75 mm² 
Polarity any 
Voltage 50 V DC maximal 
Current consumption 1 M-Bus load (1.5 mA) 
Addressing primary or secondary 
Baud rate 300, 1200, 2400, 4800 or 9600 baud 
Interface description see TKB3448 
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9.4 M-Bus module MI with 2 pulse inputs 
The M-Bus module enables the meter to communicate with an M-Bus centre 
in order to transmit measured values. In addition to a possible voltage supply 
from the M-bus connection, the “MI” module is equipped with a battery. This 
powers the module processor and the pulse input, if no M-bus voltage is ap-
plied. 

M-Bus   
Standard EN 1434-3; EN 13757-2, -3 
Protocol EN 60870-5 
Electrical isolation  
     from the meter yes 
     from the pulse inputs no 
Connection  
     strip-back length 5 mm 
Connection capacity  
     rigid or flexible 0.25 ...  0.75 mm² 
     flexible with wire end ferrule 0.25 ...  0.75 mm² 
Polarity any 
Voltage 50 V DC max. 
Current consumption 1 M-Bus load (1.5 mA) 
Addressing primary or secondary 
Baud rate 300, 1200, 2400, 4800 or 9600 baud 
Interface description see TKB3448 
Pulse  
Number of pulse inputs 2 pulse inputs per “MI” module 
Life of the module battery 5 years of operation + 1 year storage 

duration; 
if the M-bus voltage is applied for at 
least 90% of the operating time, the 
battery life increased to 10 years 

Standard for pulse inputs Class IB per EN 1434-2 
Frequency Max. 10 Hz 
Pulse duration (low) ≥ 50 ms 
No-pulse duration (high) ≥ 50 ms 
Pulse value 0.01 liters/pulse, in steps of 10 000.00 

liters/pulse, 
in steps of 0.01 liters/pulse 

Display and output in m3, 7-digit;  
acc. to parameter setting with or with-
out 1 decimal place 

Polarity yes, must be correct, if transmitter is of 
type “open collector” 

Electrical isolation from the meter:             yes 
from the M-bus inputs: no 

Output voltage approx. 3.3 V 
Internal resistance approx. 1 MΩ 
Source current approx. 3 µA 
Pulse input closed (low) Switching threshold low < 0.2 V 

Resistance < 50 kΩ 
Pulse input open (high) Switching threshold high: unconnected 

collector 
Resistance ≥ 6 MΩ 

Connection Strip-back length 5 mm 
Connection capacity  
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     rigid or flexible 0.25 ... 0.75 mm² 
     flexible with wire end ferrule 0.25 ... 0.75 mm² 
Permissible cable length Max. 10 m 

9.5 Analog module 
The analog module converts the measured value from the meter to an analog 
signal. 

Power supply range 12 … 30 V AC 
12 … 42 V AC 

Power supply protection  
     < 24V 200 mA, slow blow 
     ≥ 24V 100 mA, slow blow 
Max. current consumption 170 mA @ 12 Volt 
Power consumption Max. 2 Watt 
Max. output load 300 Ohm for current output, 2kOhm for 

voltage output (outputs are short circuit 
proof) 

Accuracy ≤ ± 1% of parameterized max. value 
Max. length of connections 100 m 
Outer diameter of connections up to 1.5 mm² 

9.6 Radio module 868 MHz (Wireless M-Bus) 
The radio module 868 MHz enables the meter to communicate with a center 
(receiver) using 868 MHz radio frequency. The meter supports as well OMS1) 
as DSMR2) compliant data transfer. 

A data transmission to an OMS radio concentrator (Smart Meter Gateway) or 
the L+G mobile radio readout system Q4 is possible.  

Frequency  868.95 MHz (868.90 MHz up to 869.00 
MHz) 

Transmission power (ERP) min. 3.16 mW (5 dBm) up to  
max. 25 mW (13.9 dBm) 

Receive frequency 868.30 MHz (868.00 MHz up to 869.60 
MHz) 

Range *)  
      Free field up to 400 m 
      Inside buildings e.g. horizontally 30 m 
Power supply  
      via meter **) Battery type D 
      via power supply 110/230/24 V 
Standard EN13757-2/ -4 

 

1) Open Metering System 
2) Dutch Smart Metering Requirements 
*) Depending on the structure of the building can deviate significantly. 
**) Battery power supply depends on the kind of the data output. This must especially 

be taken into account when upgrading an existing meter. If the battery of the meter 
is of any other type, it must be replaced by a battery of type D 11-years. Meters 
that are supplied with a radio module from the factory are already equipped with 
the correct battery. 
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9.7 GSM module 
The GSM module is intended for wireless data transmission (remote readout) 
in the form of SMS messages based on the GSM network*). In addition, a pe-
riod for automatic logon or data transmission can be configured between 6 
minutes and 45 days. 

The module is programmed by configuration SMS messages. 

GSM   
Frequency (transmission power) 900 MHz (max. 2 W), 1800 and 1900 

MHz (max. 1 W) 
Coverage according to availability of GSM net-

work 
Supply 3.6 V lithium battery, block of 2 AA 

cells, independent of heat meter 
Battery life up to approx. 1600 SMS or 6 years 

(depends on GSM signal strength at 
the installation point) 

Pulse  
Number of pulse inputs 2 pulse inputs  
Standard for pulse inputs Class IB per EN 1434-2 
Frequency max. 10 Hz 
Pulse duration (low) ≥ 50 ms 
No-pulse duration (high) ≥ 50 ms 
Pulse value 0.01 liters/pulse, in steps of 10 000.00 

liters/pulse, 
in steps of 0.01 liters/pulse 

Electrical isolation yes 
pulse inputs I1 and I2 with common 
grounding 

Output voltage approx. 3.3 V 
Internal resistance approx. 1.5 MΩ 
Source current approx. 2 µA 
Pulse input closed (low) Switching threshold low < 0.2 V 

Resistance < 50 kΩ 
Pulse input open (high) Switching threshold high: unconnected 

collector 
Resistance ≥ 6 MΩ 

Connection Strip-back length 5 mm 
Connection capacity  
     rigid or flexible 0.25 ... 0.75 mm² 
     flexible with wire end ferrule 0.25 ... 0.75 mm² 
Permissible cable length max. 10 m 
 
*) SIM card is required. 
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9.8 GPRS module 
The GPRS module is used for data acquisition over a mobile network*), using 
open standard protocols**) in push mode (as Email, HTTP, FTP, SMS) or pull 
mode as transparent M-Bus (GSM, TCP). The integration into billing systems 
happens via selectable report templates.  

The module is configured by SMS messages. A firmware update is possible at 
any time (“Over the Air“).  

The module includes an integrated M-Bus Master, which allows to read out up 
to 8 additional M-Bus Meter (so-called slaves). The meter data can be stored 
and send at configurable intervals. In addition, “ad hoc“ readings are possible. 

Connection M-Bus Screw terminal 0.25 to 1.5 mm² 
Power supply via power supply (meter) 
Nominal voltage 100-240 V AC 
Voltage range -20 % to +15 % of nominal voltage 
Frequency 50/60 Hz 
Power consumption (Max) < 2.5 VA 
Power consumption (Nom) < 1 VA 
Installation/overvoltage CAT 2 
GPRS Class 12 
Band 850/9000/1800/1900 MHz 
Operating temperature range -30 to +55°C 

Storage temperature range -40 to +85°C 
Operating humidity max. 80% RH 
Pollution Grade 2 
Operating altitude 0-2000 m 
Indoor use only Yes 
LED Indication green, yellow, red 
M-Bus standard 13757 
M-Bus Baud rate 300 and 2400 Bit/sec 
Transparent M-Bus Listening server on TCP and GSM data 
Maximum connected M-Bus slaves 8 
Maximum cable length 1000 m 
Real Time Clock Backup 3 days 
Real Time Clock Accuracy < 2 sec/day 
Data storage (Data logger function) 1.3 MByte 
 
*) SIM card is required. 
**) Communication protocols 

 E-Mail using SMTP with authentication mode HELO, EHLO 
 FTP passive mode with authentication and remote directory change 
 HTTP POST and GET 
 GSM data Transparent M-Bus @ 300 and 2400 baud and GSM data console 
 TCP Transparent M-Bus @ 300 and 2400 baud and TCP console 
 SMS for configuration 
 Internet time synchronization using NTP or Daytime protocol 
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9.9 Zigbee module 
The Zigbee module enables the meter to communicate with a ZigBee Smart 
Energy Coordinator/Gateway with Trust Center in order to transmit measured 
values. 

Standard  IEE 802.15.4 
Protocol ZigBee Pro Smart Energy (SE) 1.1 

End Point Device 
Frequency 2.4 GHz 16 5MHz channels 
Chipset Ember EM 357 
Standby current 1 µA typ. 
Rx/Tx current 25 mA/31 mA typ. 
Rx sensitivity (typ.) up to -101 dBm 
Tx power (typ.) up to +8 dBm 
Interface description TKB 3466 
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Heating/Cooling meter (tariff T9) 

In tariff register 1, the measured quantity of cold; in tariff register 2, the meas-
ured quantity of heat is summated. In both cases a threshold can be defined 
via the temperature hot side (“cold threshold”, “heat threshold”). 
 Temperature above “heat threshold” and temperature difference > +0.2 K 

 quantity of heat is acquired 
 Temperature below “cold threshold” and temperature difference < -0.2 K  

quantity of cold is acquired 

Tariff control via timer switch (tariff T10) 

For tariff control, one switch-off time and one switch-on time per day can be 
defined. At the switch-on time, summation of the quantity of energy or volume 
is started in tariff register 1; at the switch-off time, it is ended. 

Tariff control via M-Bus (tariff T11) 

In tariff registers 1, 2 and 3, either the quantity of energy or the volume can be 
summated. With the relevant M-bus command, one of the 3 tariffs can be acti-
vated or all tariffs can be deactivated. 

Surcharge quantity tariff by means of return temperature (tariff T12) 

The quantity of energy is summated depending on the temperature cold side 
in tariff registers 1 or 2. 
The summated quantity of energy is calculated from the difference of the tem-
perature cold side from the defined return temperature threshold (instead of 
from the temperature difference). 

 Above return threshold: T1 is summated 
 Below return threshold: T2 is summated 

Display of the tariff situation on the LCD 

The current tariff status is shown in the user loop “LOOP 0“ together with the 
quantity of energy or the volume. 
No tariff status is shown for tariffs T7 and T8. 

For tariffs T2, T3, T4, T5, T6, T10, T11 and T12 

 
no tariff register active 

 
tariff register 1 active 

 
tariff register 2 active 

 
tariff register 3 active 

For tariffs T9 (heating/cooling meter) 

 
no tariff register active 

 
tariff register 1 active 

 
tariff register 2 active 

The type of tariff and the associated parameters are displayed in service loop 
“LOOP 4”. 
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 for T2, T3, T4, T5, T6 
in 2-sec. cycles with threshold value 1/2/3 

 

 
for T7 

 
for T8 

 for T9; 
in 2-sec. cycles 

 

 
for T10; 
switching times in 2-sec. cycles   

 

 
for T11 

 
for T12 

The contents of the tariff registers are displayed in the user loop after the 
quantity of energy. 

For tariffs T2, T3, T4, T5, T6, T10, T11 and T12 

 
tariff register 1 

 
tariff register 2 

 
tariff register 3 (not for T12) 

 
for tariff T7 

 
for tariff T8 

 for tariff T9 
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12 Log functions 

In the internal logbook, metrologically relevant events (errors, states, actions) 
are stored in chronological order with their time of occurrence. The events ac-
quired are predefined. The data of the logbook cannot be deleted. 

Each event is stored in a separate 4-level shift register; the overflows are 
transferred to a 25-level circulating buffer. Therefore, at least the last 4 times 
can be traced for each event. 

In a monthly register, the error states are stored for the current month and for 
the past 18 months (without time stamp). 

Ser. 
Nr. 

Description 

1 F0 = Air in measuring tube 

2 F1 = Interruption temperature sensor hot side 

3 F2 = Interruption temperature sensor cold side 

4 F3 = Error temperature electronics 

5 F5 = Short-circuit temperature sensor hot side 

6 F6 = Short-circuit temperature sensor cold side 

7 F8 = Temperature sensor error > 8 hours 

8 F9 = ASIC error 

9 Above max. temperature in the volume measuring unit 

10 Below min. temperature in the volume measuring unit 

11 Max. flowrate qs was exceeded 

12 Soiling pre-warning 

13 Line voltage off 

14 CRC error occurred 

15 Adjustment values parameterised 

16 F7-(EEPROM) pre-warning 

17 Reset made 

18 Date / time parameterised 

19 Yearly set day parameterised 
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14 Additional options 

Options: 

 Version with data logger 

 Heating meter for mounting place hot side 

 Operable as flow meter 

 Cooling meter 6/12 °C  

 Combined heat/cold meter  

 Length of the control cable between measurement tube and 
electronic unit up to 5 m  

 Electronic unit for connecting temperature sensors in four 
wire technique 
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15 Order codes (type number key) 

 
 

Order codes for label plate data 
1. Type of meter and mounting location Code
Heating meter for two wire temperature measure-
ment, mounting place cold side 

A 

Heating meter for two wire temperature measure-
ment, mounting place hot side 

B 

Combined heat/cold meter for two wire temperature 
measurement, mounting place cold side (only in 
connection with temperature sensor Pt500) 

C 

Flow sensor D 

Cooling meter for two wire temperature measure-
ment, mounting place hot side (only in connection 
with temperature sensor Pt500) 

G 

Cooling meter for two wire temperature measure-
ment, mounting place cold side 

H 

Heating meter for four wire temperature measure-
ment, mounting place cold side 

L 

Heating meter for four wire temperature measure-
ment, mounting place hot side 

M 

Combined heat/cold meter for four wire temperature 
measurement, mounting place cold side (only in 
connection with temperature sensor Pt500) 

N 

Cooling meter for four wire temperature measure-
ment, mounting place hot side (only in connection 
with temperature sensor Pt500 

T 

Cooling meter for four wire temperature measure-
ment, mounting place cold side 

U 

2. Nominal flowrate Code 
Nominal flowrate 0.6 m³/h, length 130 mm, nominal 
pressure PN16, connection G 1 B 

03 

Nominal flowrate 0.6 m³/h, length 130 mm, nominal 
pressure PN25, connection G 1 B 

04 

Nominal flowrate 0.6 m³/h, length 110 mm, nominal 
pressure PN16, connection G ¾ B 

05 

Nominal flowrate 0.6 m³/h, length 110 mm, nominal 
pressure PN25, connection G ¾ B 

06 

Nominal flowrate 0.6 m³/h, length 190 mm, nominal 
pressure PN16, connection G 1 B 

07 

Nominal flowrate 0.6 m³/h, length 190 mm, nominal 
pressure PN25, connection flanged DN 20 

08 

Nominal flowrate 0.6 m³/h, length 190mm, nominal 
pressure PN25, connection G 1 B 

09 

 

Nominal flowrate 1.5 m³/h, length 110 mm, nominal 
pressure PN16, connection G ¾ B 

21 

Nominal flowrate 1.5 m³/h, length 110 mm, nominal 
pressure PN25, connection G ¾ B 

22 

Nominal flowrate 1.5 m³/h, length 190 mm, nominal 
pressure PN16, connection G 1 B 

23 

Nominal flowrate 1.5 m³/h, length 190 mm, nominal 
pressure PN25, connection flanged DN 20 

24 

Nominal flowrate 1.5 m³/h, length 190 mm, nominal 
pressure PN25, connection G 1 B 

25 

Nominal flowrate 1.5 m³/h, length 130 mm, nominal 
pressure PN16, connection G 1 

26 

Nominal flowrate 1.5 m³/h, length 130 mm, nominal 
pressure PN25, connection G 1 

27 

Nominal flowrate 2.5 m³/h, length 130 mm, nominal 
pressure PN16, connection G 1 B 

36 

Nominal flowrate 2.5 m³/h, length 130 mm, nominal 
pressure PN25, connection G 1 B 

37 

Nominal flowrate 2.5 m³/h, length 190 mm, nominal 
pressure PN16, connection G 1 B 

38 

Nominal flowrate 2.5 m³/h, length 190 mm, nominal 
pressure PN25, connection flanged DN 20 

39 

Nominal flowrate 2.5 m³/h, length 190 mm, nominal 
pressure PN25, connection G 1 B 

40 

Nominal flowrate 3.5 m³/h, length 260 mm, nominal 
pressure PN16, connection G 1¼ B 

45 

Nominal flowrate 3.5 m³/h, length 260 mm, nominal 
pressure PN25, connection flanged DN 25 

46 

Nominal flowrate 3.5 m³/h, length 260 mm, nominal 
pressure PN25, connection G 1¼ B 

47 

Nominal flowrate 6.0 m³/h, length 260 mm, nominal 
pressure PN16, connection G 1¼ B 

50 

Nominal flowrate 6.0 m³/h, length 260 mm, nominal 
pressure PN25, connection flanged DN 25 

52 

Nominal flowrate 6,0 m³/h, length 150 mm, nominal 
pressure PN16, connection G 1 ¼ B 

55 

Nominal flowrate 10 m³/h, length 300 mm, nominal 
pressure PN16, connection G 2 B 

60 

Nominal flowrate 10 m³/h, length 300 mm, nominal 
pressure PN25, connection flanged DN 40 

61 

Nominal flowrate 10 m³/h, length 200 mm, nominal 
pressure PN16, connection G 2 B 

63 

Nominal flowrate 15 m³/h, length 270 mm, nominal 
pressure PN25, connection flanged DN 50 

65 

Type Code: U H 5 0 - X Y Y X - Y Y X X - Y X X - Y X Y X - Y Y X

1. Meter type and mounting location

2. Nominal flowrate

3. Control cable/ type/ electronic unit

4. Country/ where used

5. Manufacturer´s label

6. Sensor type and connection method

7. Sensor design

8. Power Supply

9. Communication 1/ module1

10. Communication 2/ module 2

11. Data logger

12. Calibration/ conformity

13. Energy unit

                                              
Mandatory data for the order designation (label plate 

data)

                                 
Mandatory data for Hardware-

dependent features
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Nominal flowrate 15 m³/h, length 200 mm, nominal 
pressure PN25, connection flanged DN 50 

69 

Nominal flowrate 25 m³/h, length 300 mm, nominal 
pressure PN25, connection flanged DN 65 

70 

Nominal flowrate 40 m³/h, length 300 mm, nominal 
pressure PN25, connection flanged DN 80 

74 

Nominal flowrate 60 m³/h, length 360 mm, nominal 
pressure PN16, connection flanged DN 100 

82 

Nominal flowrate 60 m³/h, length 360 mm, nominal 
pressure PN25, connection flanged DN 100 

83 

Nominal flowrate 150 m³/h, length 500 mm, nominal 
pressure PN16, connection DN 150 

A1 

Nominal flowrate 150 m³/h, length 500 mm, nominal 
pressure PN25, connection DN 150 

A2 

Measurement insert: Nominal flowrate 150 m³/h, 
length 500 mm, nominal pressure PN16, connection 
DN 150 

A3 

Measurement insert: Nominal flowrate 150 m³/h, 
length 500 mm, nominal pressure PN25, connection 
DN 150 

A4 

3. Control cable / type / electronic unit Code 
Compact version (until 90°C, with 0.3 m control ca-
ble) 

A 

Split version with 1.5 m control cable C 

Split version with 3.0 m control cable D 

Split version with 5.0 m control cable E 

Compact version (until 90°C, with 0.3 m control ca-
ble), control cable removable 

M 

Split version with 1.5 m control cable, control cable 
removable 

P 

Split version with 3.0 m control cable, control cable 
removable 

Q 

Split version with 5.0 m control cable, control cable 
removable 

R 

4. County / where used Code 
Dial plate for Middle East (English) AE 
Dial plate for Austria (German) AT 
Dial plate for Austria (German) AU 
Dial plate for Bosnia-Herzegovina (Croatian) BA 
Dial plate for Belgium (French/Flemish) BE 
Dial plate for Bulgaria (Bulgarian) BG 
Dial plate for Belarus (Russian) BY 
Dial plate for Switzerland (German/French) CH 
Dial plate for China (Chinese) CN 
Dial plate for Czech Republic (Czech) CZ 
Dial plate for Germany (German) DE 
Dial plate for Denmark (Danish) DK 
Dial plate for Estonia (Estonian) EE 
Dial plate English neutral EN 
Dial plate for Spain (Spanish) ES 
Dial plate for Finland (Finnish) FI 
Dial plate for France (French) FR 
Dial plate for Great Britain (English) GB 
Dial plate for Greece (English) GR 
Dial plate for Croatia (Croatian) HR 
Dial plate for Hungary (Hungarian) HU 
Dial plate for Iceland (Icelandic) IS 
Dial plate for Italy (Italian) IT 
Dial plate for Japan (Japanese) JP 
Dial plate for Luxembourg (German/French) LU 
Dial plate for Moldova (Romanian) MD 
Dial plate for Montenegro (Serbian) ME 
Dial plate for Macedonia (Macedonian) MK 
Dial plate for Mongolia (Mongolian) MN 
Dial plate for The Netherlands (Dutch) NL 
Dial plate for Norway (Norwegian) NO 
Dial plate for Poland (Polish) PL 
Dial plate for Romania (Romanian) RO 
Dial plate for Serbia (Serbian) RS 

Dial plate for Russia (Russian) RU 
Dial plate for Sweden (Swedish) SE 
Dial plate for Slovak Republic (Slovakian) SK 
Dial plate for Southern Tyrol (German) I2 
Dial plate for Ukraine (Ukrainian) UA 
5. Manufacturer’s label Code 
Logo Landis+Gyr 00 

Other labels on request xx 

6. Sensor type and method of connection Code 
Flow sensor (without temperature sensors) 0 

Sensor Pt100, removable, not mounted in the tube A 

Sensor Pt100, removable, mounted in the tube B 

Sensor Pt100, removable, mounting in the tube as an 
option 

C 

Sensor Pt500, removable, not mounted in the tube E 

Sensor Pt500, removable, mounted in the tube F 

Sensor Pt500, removable, mounting in the tube as an 
option 

G 

Sensor Pt100, not removable, not mounted in the 
tube 

N 

Sensor Pt100, not removable, mounted in the tube P 

Sensor Pt100, not removable, mounting in the tube 
as an option 

R 

Hardware-dependent features 
7. Sensor type Code 
Without temperature sensors 00 
Type DS, 25 bar/150°C/ M10x1 / length 27.5 mm, 
cable length 1.5 m 

0B 

Type DS, 25 bar/150°C/ M10x1 / length 27.5 mm, 
cable length 2.5 m 

0C 

Type DS, 25 bar/150°C/ M10x1 / length 38 mm, cable 
length 1.5 m (only Pt500) 

0D 

Type DS,  25 bar/150°C/ M10x1 / length 38 mm, 
cable length 2.5 m (only Pt500) 

0E 

Type PS, 16 bar/150°C/ Ø5,2x45mm, cable length 
1.5 m 

0H 

Type PS, 16 bar/150°C/ Ø5,2x45mm, cable length 5 
m 

0J 

Type PL, 25 bar/180°C/ Ø6x100mm, cable length 2 m 0M 
Type PL, 25 bar/180°C/ Ø6x100mm, cable length 5 m 
(only Pt500) 

0N 

Type PL, 25 bar/180°C/ Ø6x150mm, cable length 2 m 0P 
Type PL, 25 bar/180°C/ Ø6x150mm, cable length 5 m 
(only Pt500) 

0Q 

8. Power supply Code 
Without power supply 0 
Standard battery for 6 years (2xAA cells) A 
Battery for 6 years for all applications (D-cell) B 
Battery for 11 years (C-cell) C 
Battery for 11 years (D-cell) E 
Battery for 16 years (D-cell) F 
Power supply 24 V AC/DC with plug M 

Power supply 230 V AC with 1.5 m cable N 

Power supply 230 V AC with 5 m cable P 

Power supply 230 V AC with 10 m cable Q 

Power supply 110 V AC with 1.5 m cable R 

Power supply 110 V AC with 5 m cable S 

Power supply 110 V AC with 10 m cable T 

Power supply 230 V with 3 m cable for high-current 
applications 

V 

Power supply 24 V AC/DC with connecting terminals 
for high-current applications 

W 

9. Communication module 1 Code 
No module  0 
Analog module  A 
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M-Bus module G4  B 
CL module  C 
M-Bus module 30s  D 
M-Bus module G4  M 
M-Bus module G4-MI with 2 pulse inputs N 
Pulse module with OptoMOS  L 
Pulse module standard  P 
10. Communication module 2 Code 
No module  0 
Analog module  A 
M-Bus module G4  B 
CL module  C 
M-Bus module 30 s D 
Radio module 868 MHz *) E 
Radio module 868 MHz with external antenna*) F 
GPRS module  H 
GPRS module (with SIM card)  J 
Pulse module with OptoMOS  L 
M-Bus module G4  M 
Pulse module standard  P 
ZigBee module  S 
Radio module 433 MHz R 
Radio module 433 MHz with external antenna X 
11. Data logger Code 
Without data logger 0 
Data logger with 8 channels 8 

12. Calibration / conformity Code 
certified acc. to national regulations CL 
Compliant to MID class 2 M2 
Compliant to MID class 3 M3 
Compliant with CEN 1434, class 2 T2 
Compliant with CEN 1434, class 3 T3 
Compliant acc. to national regulations TL 
13. Energy unit Code 
Display: kWh (until qp 10) A 

Display: MWh with 3 decimal places (as of qp 15 with 
2 decimal places; as of qp 150 with 1 decimal place) 

B 

Display: MJ (until qp 2.5) C 
Display: GJ with 3 decimal places (as of qp 3.5 with 2 
decimal places; as of qp 40 with 1 decimal place) 

D 

Display: kWh (until qp 10), flashing G 
Display: MWh with 3 decimal places (as of qp 15 with 
2 decimal places), flashing 

H 

Display: GJ with 3 decimal places (as of qp 6 with 2 
decimal places), flashing 

K 

Only for flow sensor: 
Display: m³ with 2 decimal places (as of qp 25 with 1 
decimal place) 

V 

Further features 
Measurement dynamics Code 
Dynamic range 1:100 C 

Other ranges on request  

*) Additional ordering information needed (see page 
46) 
 
 

 
Landis+Gyr GmbH 

Humboldtstrasse 64 
90459 Nuremberg 

Deutschland 
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16 Additional ordering information on radio module 868 
MHz (wireless M-Bus) 

 

Necessary additional ordering information: 
 

For OMS: 
1. Protocol type 
2. Sending interval 
3. Encryption 
4. Data telegram 

 

For DSMR: 
1. Protocol type 
Depending on the recipient (receiver) 

o Receiver is L+G E350 + int. radio module 
(XEMEX): „Radio DSMR compliant“ with 
encrypted time set 

o Receiver is L+G E350 + Dongle (V 2.51 / 
V 4.0): „Radio DSMR-similar, for pre-
binding on dongle“ with encrypted time 
set 

o Receiver is L+G E350 + int. Radio mod-
ule (XEMEX): „Radio DSMR compliant“ 
with unencrypted time set 

o Receiver is L+G E350 + Dongle (V 2.51 / 
V 4.0): „Radio DSMR-similar, for pre-
binding on dongle“ with unencrypted time 
set 

2. Sending interval 
o For DSMR always 60 minutes (code 7) 
 

Description OMS DSMR 
1. Protocol type Code Code
Radio DSMR compliant with encrypt-
ed time set 

 0 

Radio DSMR similar for pre-binding 
on dongle with encrypted time set 

 1 

OMS/wireless M-Bus 2  
Radio DSMR compliant with unen-
crypted time set 

 4 

Radio DSMR similar for pre-binding 
on dongle with unencrypted time set 

 5 

2. Sending interval Code Code
Sending interval of 15 minutes 0  
Sending interval of 30 seconds 2  
Sending interval of 1 minutes 3  
Sending interval of 5 minutes 4  
Sending interval of 12 hours 6  
Sending interval of 60 minutes 7 7 
Sending interval of 20 seconds 8  
Sending interval of 12 seconds 9  
3. Encryption Code Code
None 0  
AES-128 Bit 1  

 
 
 
 
 

4. Data telegram Code Code
Telegram radio standard P600  
Telegram mobile radio P601  
Telegram mobile radio with tariffs P602  

More data telegrams for OMS on request. 

Ordering examples: 
 

 Order example OMS 

  2 - 0 - 1 - P600

1. Protocol type       
      

2. Sending interval     
    

3. Encryption   
  

4. Data telegram 
 

 

UH50-XYY0-Y   00-YXEX-YYX + 2-0-1-
P600 
E =  Radio module 868 MHz (wireless M-Bus) 

2 =   OMS/wireless M-Bus 

0 =  Sending interval of 30 seconds 

1 =  AES-128 Bit 

P600 = Telegram radio standard 
 

 Order example DSMR 

0 - 7 

1. Protocol type   
  

2. Sending interval 
 

 

UH50-XYY0-Y   00-YXEX-YYX + 0-7 
E =  Radio module 868 MHz (wireless M-Bus) 

0 =  Radio DSMR compliant with encrypted 
time set 

7 =   Sending interval of 60 minutes 
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17 Pressure loss 

 


